Guidance note no.1: Wiring colour codes

ATTENTION TO ALL WIREMEN

We wish to draw your attention to the guidelines issued by the Malta
Resources Authority in 2005 and remind you that as from 1st April
2006 a new standard for wiring colours became mandatory according
to Amendment 2 : 2004 to BS 7671 : 2001(l.E.E Regulations). This
leaflet shows how the new wiring colours correspond to the wiring
colours for single and three phase installations used before the 1st
April 2006. Further information can be found in the booklet Harmoni-
sation of wiring colour codes—Practical Guidelines published on MRA
web-site www.mra.org.mt.

SINGLE PHASE HARMONISED WIRING COLOUR CODES

Wiring colours before  Wjiring colours after
1" April 2006 1" April 2006

_ Brown (Phase)
_ Blue (Neutral)

(Phase) Red
(Neutral) Black

Earth B Earth

THREE PHASE HARMONISED WIRING COLOUR CODES

Wiring colours before Wiring Colours
1% April 2006 after 1% April 2006
(PhaseL 1) Red !

(Phase L 2) Yellow

Brown (Phasel 1)
Black (Phasel 2)

Grey (Phasel 3)

(Neutral) BIaCK_‘ _ Blue (Neu’[ra|)
Earth 0, Earth

(Phase L 3) Blut e ——

Disclaimer:

These guidelines do not supersede the I.E.E. Regulations (BS 7671) and its subsequent amendments. The
Malta Resources Authority does not assume any liability to any person for any loss or damage caused by
way of error or omission whether this has occurred through negligence or any other cause.
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Nota Gwida numru 1: Kodici dwar kuluri ta’ ‘wiring’

AVVIZ LIL KULL‘'WIREMAN’

Nixtiequ nigbdu l-attenzjoni taghkom ghal-linji gwidi li hriegna fis-sena
2005 u nfakkrukom li sa mill-ewwel (1) t'April, 2006, livell gdid rigward
il-kuluri ta’ ‘wiring’ sar obbligatorju skond emenda numru tnejn (2):
elfejn u erbgha (2004) ghal dik tal-BS 7671: 2001 (Regolamenti ta’ |-
I.E.E). Dan il-fuljett juri kif is-sistema ta’ kuluri godda ta’ ‘wiring’ jikkor-
rispondu mal-kuluri ta’ ‘wiring’ li kienu ged jintuzaw qabel I-ewwel (1)
t'April, 2006 ghall-installazzjoni ‘single’ u ‘three phase’. Aktar infor-
mazzjoni tista’ tinkiseb mill-ktejjeb ‘Harmonisation of wiring colour
codes — Practical Guidelines’ ippubblikat fuq il-websajt ta’ I-MRA
www.mra.org.mt.

KODICI TA KULURI IKKUMBINATI GHALL ‘WIRING SINGLE PHASE’

Kuluri tal-‘wiring’ sa  Kuluri tal-‘wiring’ minn
gabel I-1 t'April 2006  wara I-1 t' April 2006
[ Kannella (‘Phase’)
[e——— By (‘Neutral’)

‘Earth’ [, ‘Earth’

(‘Phase’) Ahmar
(‘Neutral’) Iswed

KODICI TA' KULURI IKKUMBINATI GRALL ‘WIRING THREE PHASE’

Kuluri tal-‘wiring’ sa  Kuluri tal-‘wiring’ minn
qabel I-1 tApril 2006  wara I-1 t'April 2006
(‘Phase L1") Ahmar eess—— — K annella (‘Phase L1’)

(‘Phase L2) Isfar \— [swed  (‘Phase L2)

(‘Phase LS’) Blu _7_ Griz (‘Phase |_3’)

(‘Neutra|’) Iswed o ————\ —— Blu (‘Neutra|’)
‘Earth’ 0 ‘Earth’

Dikjarazzjoni:

Dawn il-linji gwida ma jissuperawx ir-Regolamenti ta’ I-.LE.E. (BS 7671) u l-emendi sussegwenti ta’ dawn ir-
regolamenti. L-Awtorita® ta’ Malta dwar ir-Rizorsi (MRA) mhix responsabbli fil-konfront ta’ kwalunkwe
persuna ghal xi telf jew hsara kkagunata lil tali persuna minhabba xi zball jew xi nuqgas kemm jekk dan isehh

minhabba negligenza jew minhabba xi raguni ohra.
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